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Establishment Information  
Facility Name
BLUEBIRD SPRINGS REC AREA

Facility Type
Campground 101-199 Sites (RC4)

Facility ID #
HSAT-7QXAW8

Facility Telephone #
608 781-2267

Facility Address
N2833 SMITH VALLEY RD
LA CROSSE , WI 54601-2935

 

Licensee Name
BLUEBIRD SPRINGS REC AREA INC

Licensee Address
N2833 SMITH VALLEY RD
LA CROSSE , WI
54601-2935

 

Inspection Information  
Inspection Type
Routine

Inspection Date
10/14/2016

Total Time Spent
 

 
 
OPERATOR - The violations in operating procedure or physical arrangement indicated below must be
corrected by the next routine inspection or by a date specified in this report.
 

Observed Violations
Total # 2
Observed Violations - 12 - Distance separation-before effective date
OBSERVATION: A minimum 10 foot separation distance is not provided at numerous campsites.
CORRECTIVE ACTION(S): Provide a minimum 10 foot separation distance measured from the outside edge
of one camping unit to the outside edge of another camping unit, excluding slideouts. Correct By: 01-Apr-2017
CODE CITATION: ATCP 79.13(1) DISTANCE SEPARATION REQUIREMENTS. (b) Exceptions for
existing campsites.
1. A campsite existing before February 1, 2016 shall meet the requirements in par. (a) 1., and is exempt from the
requirements in par. (a) 2. and 3.
2. If a campsite existing before February 1, 2016 is not in compliance with the separation requirements under par.
(a) 1., the operator shall develop an action plan in accordance with s. ATCP 79.07 (4) and implement the plan to
bring the campsite into compliance.
Observed Violations - 48 - Individual connections - backflow protection
OBSERVATION: Water service connections not provided with approved backflow prevention devices.
CORRECTIVE ACTION(S): Provide water service connections with approved backflow prevention devices.
Correct By: 01-Apr-2017
CODE CITATION: ATCP 79.14 (4) WATER SERVICE CONNECTIONS. (c) Water service connections shall
be provided with approved backflow prevention devices.
 
 
 

Comments
 Contact Sam (785-9732) when corrected or with questions and with intended plan to address the deficiencies
noted.  Discontinue use of the "Y" connectors downstream of the hard-plumbed faucets at campsites, as the
connectors are not approved plumbing fixtures.  Copy of DATCP Chapter ATCP 79 Campground code provided
at inspection.
 

Any operator aggrieved by an order of this department under this chapter may request a hearing as
provided in ch.227 statute, if state licensed, or a local ordinance if licensed by an agent health
department.
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Person in Charge
 
 

Kevin Kromke - emailed & mailed 10.18.16

Sanitarian
 

Samuel Welch
(608) 785-9732
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