
 
LA CROSSE COUNTY HEALTH
DEPARTMENT
Environmental Health Division
 

 
  

STATE OF WISCONSIN
 

 
 

 Recreational Water Establishment Inspection Report
 
Establishment Information  
Facility Name
HOLMEN AREA AQUATIC CENTER

Facility Type
Water Attraction with up to 2 Slides/Waterslides (RWT)

Facility ID #
HSAT-7QWTRF

Facility Telephone #
608 526-6092

Facility Address
315 ANDERSON ST
HOLMEN , WI 54636

 

Licensee Name
VILLAGE OF HOLMEN

Licensee Address
PO BOX 158
HOLMEN , WI
54636

 

Pool Parameters  
Free Available Chlorine/Bromine  
Combined Chlorine  
pH  
Alkalinity  
Cyanuric Acid  
Temperature  
Flowmeter Reading(s)  
Pressure Gauges Reading(s)  
 

Inspection Information  
Inspection Type
Routine

Inspection Date
06/21/2016

Total Time Spent
 

 
 
OPERATOR - The violations in operating procedure or physical arrangement indicated below must be
corrected by the next routine inspection or by a date specified in this report.
 

Observed Violations
Total # 0
 
 
 

Comments
 See pool inspection.
 

Any operator aggrieved by an order of this department under this chapter may request a hearing as
provided in ch.227 statute, if state licensed, or a local ordinance if licensed by an agent health
department.
 
Person in Charge
  
 

Sanitarian
 

Doug Schaefer
(608) 785-9679
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LA CROSSE COUNTY HEALTH
DEPARTMENT
Environmental Health Division
  

 
  

STATE OF WISCONSIN
DHS 172, Wis. Admin. Code

 
 

 Recreational Water Establishment Inspection Report
 
Establishment Information  
Facility Name
HOLMEN AREA AQUATIC CENTER

Facility Type
Outdoor Pool

Facility ID #
ASTS-9J8MF7

Facility Telephone #
608 

Facility Address
315 ANDERSON
HOLMEN , WI 54636

 

Licensee Name
VILLAGE OF HOLMEN

Licensee Address
PO BOX 158
HOLMEN , WI
54636

 

Pool Parameters  
Free Available Chlorine/Bromine 3.0
Combined Chlorine trace
pH 7.2
Alkalinity 30
Cyanuric Acid  
Temperature  
Flowmeter Reading(s) 1470
Pressure Gauges Reading(s) 12
 

Inspection Information  
Inspection Type
Routine

Inspection Date
06/21/2016

Total Time Spent
 

 
 
OPERATOR - The violations in operating procedure or physical arrangement indicated below must be
corrected by the next routine inspection or by a date specified in this report.
 

Observed Violations
Total # 1
Observed Violations - 26 - Permissible patron load, Rescue equipment, first aid equipment, telephone
present, located, good condition, phone numbers posted
OBSERVATION: (CORRECTED DURING INSPECTION): The emergency telephone does not work.
CORRECTIVE ACTION(S): Provide a functional emergency telephone immediately.
CODE CITATION: DHS 172.26 Rescue equipment. (2) TELEPHONE. For outdoor pools, a working telephone
shall be available in the pool area. For indoor pools, a working telephone shall be available within the enclosed
area around a pool. A current list of emergency numbers and the facility’s location shall be attached to or posted
near the telephone. Cellular or cordless phones may not be used to comply with this subsection.
Note: A request for an alternative location for a telephone or another system of communication that provides
access to emergency service during hours of pool operation may be made under s. DHS 173.02 (2).
 
 
 

Comments
 VGBA dates good until 2018 per Zac.  Slide engineering inspections done 2015.
 

Any operator aggrieved by an order of this department under this chapter may request a hearing as
provided in ch.227 statute, if state licensed, or a local ordinance if licensed by an agent health
department.
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Person in Charge
  
 

Sanitarian
 

Doug Schaefer
(608) 785-9679
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