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Establishment Information  
Facility Name
CAMERON PARK CONDOMINIUMS -
POOL

Facility Type
Indoor Pool

Facility ID #
HSAT-7QXDZC

Facility Telephone #
608 781-1275

Facility Address
415 KING ST
LA CROSSE , WI 54601

 

Licensee Name
RIVER MOUNTAIN LLC

Licensee Address
403 GILLETTE ST
LA CROSSE , WI
54603

 

Pool Parameters  
Free Available Chlorine/Bromine 3.8
Combined Chlorine .2
pH 7.4
Alkalinity 60
Cyanuric Acid
Temperature 84.4
Flowmeter Reading(s) 95
Pressure Gauges Reading(s) 15
 

Inspection Information  
Inspection Type
Routine

Inspection Date
02/02/2016

Total Time Spent

 
OPERATOR - The violations in operating procedure or physical arrangement indicated below must be
corrected by the next routine inspection or by a date specified in this report.
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Observed Violations
Total # 2
Observed Violations - 26 - Permissible patron load, Rescue equipment, first aid equipment, telephone
present, located, good condition, phone numbers posted
OBSERVATION: The emergency telephone is not in the enclosure.
CORRECTIVE ACTION(S): Provide a functional emergency telephone in the enclosure. Correct By: 05-
Feb-2016
CODE CITATION: DHS 172.26 Rescue equipment. (2) TELEPHONE. For outdoor pools, a working telephone
shall be available in the pool area. For indoor pools, a working telephone shall be available within the enclosed
area around a pool. A current list of emergency numbers and the facility’s location shall be attached to or posted
near the telephone. Cellular or cordless phones may not be used to comply with this subsection.
Note: A request for an alternative location for a telephone or another system of communication that provides
access to emergency service during hours of pool operation may be made under s. DHS 172.03 (2).
Observed Violations - 29 - Facility maintenance and equipment - Pool and deck area - good repair,
sanitation, maintained, depth markings, boundary line, drinking fountain
OBSERVATION: The drinking fountain is not clean. Drinking fountain is in disrepair.
CORRECTIVE ACTION(S): repair or replace the drinking fountain and keep it clean. Correct By: 01-
Mar-2016
CODE CITATION: DHS 172.33 Facility maintenance, repair and sanitation. (1) POOL AREA. (b) Deck
maintenance and cleaning. Pool areas and appurtenances, including safety pads, shall be maintained in good
repair and shall be rinsed daily to prevent microbial growth. Indoor pool decks shall be disinfected at least
weekly. Depth markings along the edge of the pool shall be maintained to be clearly visible and readable. The
deck shall be kept unobstructed except for easily portable furniture and equipment.
 
 
 

Comments
 
 

Any operator aggrieved by an order of this department under this chapter may request a hearing as
provided in ch.227 statute, if state licensed, or a local ordinance if licensed by an agent health
department.
 
Person in Charge
  

eric taube

Sanitarian
 

Aron Newberry
(608) 785-9730
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